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Appendix 2：FBs BDAP User’s Manual  
   The funct ion of  the data access board (FBs-BDAP) is  mainly used for  d isplaying and 
sett ing of  the calendar t ime and discrete and register  data of PLC. For the discrete 
elements,  user can perform the disable or  enable funct ion also can set or  reset i ts  s tate.  
For the registers,  the contents can be set  and displayed in unsigned or  s igned decimal 
format and hexadecimal format.  This uni t  should be mounted on the PLC main uni t  whi le 
instal l .  
 

 1.1 FBs BDAP Function Description   
There are some notat ions were referred in fo l lowing sect ions and descr ibed at  below: 
【 T】 :  Current  value and on/off  status of  t imer  
【 C】 :  Current  value and on/off  status of  counter 
【 D】 :  Data register(D type) 
【 R】 :  Data register(R type) 
【 F】 :  F i le register  
【 X】 :  Discrete Input (DI)  
【 Y】 :  Discrete Output(DO) 
【 M】 :  Internal  re lay 
【 S】 :  Step relay 
 
      Feature                  Descr ipt ion 

Calendar Funct ion*1  

Display Display current  Year,  Month,  Date,  Hour and minute data  

Sett ing Set Year,  Month,  Date, Hour and minute data 

Status Display Funct ion  

Discrete Element Display the state and enable/disable status of  X,Y,M,S 
element 

16 bi t  Register  
Display the current  value of  T,  C, D, R, F register.  Three 
display formats (unsigned/s igned/hexadecimal)  can be 
chosen. 

 

32 bi t  Register  
Display the current  value of  C, D, R, F register.  Three 
display formats (unsigned/s igned/hexadecimal)  can be 
chosen. 

Force On/Off  Funct ion Force the state of  X,  Y, M, S to be On or  Off 

Disable/Enable Funct ion Control  the state of  X, Y, M, S to be enabled or  disabled 

Regis ter  Content  Modi f icat ion 
Funct ion 

 

16 bi t  Register   Modi fy the current value of  T, C, D, R, F register.  Three 
display formats (unsigned/s igned/hexadecimal)  can be 
chosen. 

 

32 bi t  Register  
 

Modi fy the current  value of  C, D, R, F register.  Three 
display formats (unsigned/s igned/hexadecimal)  can be 
chosen. 

Sett ing and Display of  PLC 
Stat ion Number Funct ion Display and set  the PLC stat ion number.  

Force PLC Run/Stop 
Funct ion 

Force the PLC to run or  s top logic solv ing and I /O 
service. 

Access Protect ion Funct ion Provide operator  and supervisor  password for  protect ion 
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 1.2 FBs BDAP Display Legend  
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①  “RUN” indicator.  When the PLC is  in running state,  th is  symbol wi l l  be appeared. 

②  “STOP” indicator.  When the PLC is  in stop state,  th is  symbol wi l l  be appeared. 

③  “ON” indicator.  When the selected element is  Timer or  Counter,  th is  symbol wi l l  be 
appeared when the corresponding state is  on.  

④  “OFF” indicator.  When the selected element is  Timer or  Counter,  th is  symbol wi l l  be 
appeared when the corresponding state is  off .  

⑤  “D” indicators.  When the selected element is  32 bi t  register,  the “D” symbol  wi l l  be 
appeared. 

⑥  Element symbols for  select ion. There are nine element types can be chosen, those 
are T, C, D, R, F,  X, Y, M and S. 

⑦  Reference number or  year display, The sequence number of  the selected element or  
the year part  of  the calendar.   

⑧  Value display or  hour and minute display. For 16 bi t  register,  i t  represents the 
current  value of  16 bi t  content.  For 32 bi t  register ,  i t  represents the port ion of  the 
number above 5 t h  d ig i t  (mi l l ion)  in decimal or  MSB word in hexadecimal format.  I t  
a lso represents the state of  d iscrete element or  hour and minute part  of  the 
calendar.   

⑨  Value display or  month and day display.  For 32 bi t  register ,  i t  represents the lower 5 
dig i t  por t ion of  the number in decimal or  LSB word in hexadecimal format.  I t  a lso 
represents the enable/disable state of  d iscrete element or  month and day part of  the 
calendar.  
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 1.3 FBs BDAP Operation Procedure   
Operat ion Keypads: There are s ix keypads in total  for  operat ion. 

OK

ESC

     

Default display mode: Calendar Display   

73

PLC Station Number Edit

8

Parameter Entry

7

Version Information

6

Force Run/Stop

5
Move Left

Finish Data Type 
Selection

Set Calendar

Status Monitoring
ESC

1
OK OK

Finish Editing

2

Left Digit

Increase Value

Right Digit

Decrease Value

Move Right

OK 1

 
 
○1  Select  the f ie ld  to  be changed,  se lected f ie ld  wi l l  be  b l inked 

○2  Enter the new value 

○3  Enter  s tatus moni tor ing d isp lay screen 

○4  Use  key、  key select  the element type to be moni tor ing.  The selected type 

 wi l l  be bl inked.  

○5  Under ca lendar  d isp lay mode,  press   key to force PLC stop or  run 

⑥  Under ca lendar  d isp lay mode,  press   key to display and modi fy the PLC stat ion 
number 

⑦  Under  ca lendar  d isp lay mode,  press   key, can display the f i rmware vers ion of 
PLC and BDAP. 
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○8 Under  ca lendar  d isp lay mode,  press   key, can enter  the user parameter entry 
screen. 

Note:  No matter at  which display screen, press <ESC> for 2 seconds wi l l  lead the screen 
to calendar d isplay.   

 

Discrete Element Monitoring: 

1
2

1

3

Right Point

Left Point

4

(Enable/Disable)

(Set/Reset)

OK

3 5
OK

 
 

○1  Discrete e lement(X、Y、M、S) display screen show five consecutive points of status at one time. The 
upper row is  on/off  s tatus whi le the lower row is  d isable/enable status.  

○2  Element  reference number adjust  

    key: Increase the reference number by 5  

    key: Decrease the reference number by 5  

○3  Enter  the e lement  s tatus edi t ing s tate .  The selected point  wi l l  be b l inked.   

○4  Modi f ica t ion of  e lement ON/OFF、 Enable/Disable status 

   key: Change the ON/OFF status(toggle operat ion)  

    key: Change the Enable/Disable status( toggle operat ion)  

   key: Move cursor  to  the lower point  to  be edi ted(decrease the reference number)  

   key: Move cursor  to  the h igher  poin t  to  be edi ted( increase the reference number)  

○5  Fin ish the edi t ing .  
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Timer/Counter Status Monitoring: 

1

Left Digit

4

Increase

Decrease

Right Digit

2
1

3
OK

5
OK

 
○1  The current  va lue o f  T, C element  i f  reach the preset  va lue wi l l  show  ”ON”, otherwise 

wi l l  show”OFF” 

○2  Reference number adjust  

    key: Reference number decreased by one 

    key: Reference number increased by one 

○3  Enter  edi t ing mode.  The d ig i t  to  be changed wi l l  be  b l inked.   

○4  Modify value 

   key: Increased by one 

    key: Decreased by one 

   key: Move to the right digit  

   key: Move to the left digit. 

○5  Fin ish the edi t ing  and increase the re ference number by one and back to  ○1  

※  When monitor ing the counter  element,  i f  the reference number is  great than 200 
then the display value wi l l  be in 32 bi t  format(C200~C255 are 32bit  counter)  

       

※  When monitor ing the t imer element,  the decimal point  of  current value wi l l  be set 
accordingly.  
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Register Status Monitoring: 

2 4

OK

5

Increase Number

Decrease Number

16/32 Bit Select

Display Format 
Select

1

1

OK

3

Right Digit

Left Digit

Decrease Digit

Increase Digit

 
○1  Defaul t  uns igned 16 b i t  dec imal  va lue d isp lay  

○2  Adjust  the reference number and select  the display format 

   key: Increase the reference number by one when 16 b i t  d isp lay format ,  by two 
when in  32 b i t  d isp lay format .  

   key: Decrease the reference number by one when 16 b i t  d isp lay format,  by two 
when in  32 b i t  d isp lay format .  

   key: Display format selection. There are signed decimal, unsigned decimal and hexadecimal 
display format  

can be selected. Each depression of  key can change the format once. 

      <16 bi t  hexadecimal display>   

       <16 bi t  s igned decimal d isplay> 
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    key: 16 bi t /32 bi t  display format select ion,  Each depression of   key wil l  toggle  the 
display format  between these two modes .  

       <32 bi t  unsigned decimal> 

      <32 bi t  hexadecimal display> 

       <32 bi t  s igned decimal d isplay> 

 

○3  Enter edi t ing mode. The dig i t  to be edi ted wi l l  be bl inked. 

○4  Modify dig i t  value 

    key: Increased by one 

    key: Decreased by one 

   key: Move cursor to the right digit 

   key: Move cursor to the left digit 

○5  Finish the edi t ing and automat ical ly  point  to the next avai lable reference number then 
back to○1  

 
Password Access Protection: 

In order to protect  the PLC data f rom inadvertent  modi f icat ion by operat ing of  the BDAP 
with i r re lat ive person, there are two kinds of  password can be setup. One is  operator 
password, whi le the other is  supervisor password. People should pass the operator  
password authenticat ion before can access the parameter entry funct ion. Supervisor 
password is  required i f  intend to enter  the PLC element status edi t ing funct ion.     
These two passwords are stored in D register  of  PLC. 
D3980  –  Locat ion  to  s tore  opera tor  password .  
D3981  -  Loca t ion  to  s tore  superv isor  password .  
Val id password range 1 ~ 65535. Fi l led 0 value when corresponding password protect ion 
is d isabled.  
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User Parameter Entry: 
With th is  funct ion, can access the M(discrete)  and R register  of  PLC. 
The scope of  moni tor ing M and R register  can be def ined by the fo l lowing D registers of 
PLC. 

D3982  –  Quant i ty  of  read  only  por t ion  of  R-parameter.  The  R-parameter  a t  f i r s t  por t ion  can  be 
conf igured  as  read  only.  

D3983  –Quant i ty  of  R-parameter,  which  inc lude  read  only  and  read-wr i teab le  R-parameter.  The  
va l id  va lue  of  th is  reg is te r  i s  0~999.  

D3984  –  Star t ing  address  of  R-parameter.  The  va l id  va lue  of  th is  reg is te r  i s -  0~3839 and 5000 
~ 8071 
D3985  –  Quant i ty  of  M-parameter,  The  va l id  va lue  of  th i s  reg is te r  i s  0~999.  
D3986  -  Sta r t ing  address  of  M-parameter.  The  va l id  va lue  of  th is  reg is te r  i s  0~1911.  
When the  content  of  se tup- regis te r  i s  inva l id ,  the  cor responding  type  of  parameter  wi l l  no t  be  
shown for  se lec t ion .   
 


